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ADDENDUM NUMBER [01] 

   
Date: October 13, 2022  
   
Project Name: [Johnson County Courthouse – 

Second Level Courtroom 
Renovation] 

 

Project Number [18.112]  
Project Location: [417 S. Clinton St.]  
   
From: Neumann Monson Inc.  
 221 East College St., Suite 303   
 Iowa City, Iowa  52240  
 Phone: 319.338.7878  
   
To: All Plan Holders  

 

This Addendum forms a part of the Contract Documents and modifies the original Bidding Documents 

dated September 23, 2022 as noted below. 

Acknowledge receipt of this Addendum by placing the number [01] in the appropriate blank provided on 

the Bid Form.  Failure to do so may subject the Bidder to disqualification. 

This Addendum consists of 2 pages and the following attachments: 

Document No. of Pages or sheet size 

Modus Addendum 1 2 pages 

Section 03 5400 – CAST UNDERLAYMENT 4 pages 
Sheet AD-102.4 24 inches by 36 inches 
Sheet A-501.4 24 inches by 36 inches 
Sheet A-503.4 24 inches by 36 inches 
Sheet A-601.4 24 inches by 36 inches 
Sheet MD-101.4 24 inches by 36 inches 
Sheet M-101.4 24 inches by 36 inches 
Sheet M-601.4 24 inches by 36 inches 

 

CHANGES TO PRIOR ADDENDA:       NONE 

CHANGES TO INTRODUCTORY INFORMATION:     NONE 

CHANGES TO PROCUREMENT AND CONTRACTING REQUIREMENTS: 

 

ITEM 1-1 Change all references to on-site construction commencement to February 1, 2023 and 

substantial completion to September 1, 2023. 



[Johnson County Courthouse – Second Level Courtroom Renovation] Neumann Monson Architects 
[417 S. Clinton St.] NM Project No. [18.112]  

ADDENDUM NUMBER [01] Page 2 of 2 
October 13, 2022 

CHANGES TO TECHNICAL SPECIFICATIONS: 

ITEM 1-2 SECTION 12 2400 – WINDOW SHADES 

A. 2.03,A,1,d: Change to read: “R300 Crosshatch Color: Eggshell / FOG C8212.” 

B. 3.08:  

1. A: add sizes: (4) 38”x110”, (2) 44”x110”, (1) 30”x110”. 

2. B: add sizes: (4) 38”x110”, (2) 44”x110”. 

3. C: change height to 110” in lieu of 72”. 

4. D: change height to 110” in lieu of 72”. 

5. E: change size to 32” x 110”. 

6. F: change size to 32” x 110”. 

CHANGES TO DRAWINGS:  

ITEM 1-3 SHEET AD102.4 – SECOND LEVEL RCP DEMOLITION 

A. Rename sheet to: SECOND AND THIRD LEVEL FLOOR PLAN AND RCP DEMOLITION 

B. Add C3: PARTIAL PLAN - THIRD LEVEL SOUTH. 

ITEM 1-4 SHEET A-501.4 – DETAILS 

A. Detail A4: Modify detail. 

ITEM 1-5 SHEET A-502.4 – DETAILS 

A. Detail A5: Clarification: this detail applies only at WEST STAIR 02H. 

ITEM 1-6 SHEET A-503.4 – DETAILS 

A. Detail C2: Modify detail. 

ITEM 1-7 SHEET A601.4 – FINISH SCHEDULE AND PLAN 

A. ROOM FINISH SCHEDULE PROJECT 4: Modify as noted. Add specific note 7. 

ITEM 1-8 SHEET MD-101.4 – MECHANICAL DEMOLITION PLAN 

A. Modify sheet as noted. 

ITEM 1-9 SHEET M-101.4 – MECHANICAL PLAN 

A. Modify sheet as noted. 

B. ATTIC HVAC PLAN PHASE 4: Provide and install 600sf of 3 / 4” Wood Underlayment; 

screw fasten to existing wood joists. The wood walkway shall act as access for HVAC 

work. 

ITEM 1-10 SHEET M-601.4 – MECHANICAL SCHEDULES 

A. Modify sheet as noted. 

 

APPROVED SUBSTITUTIONS        NONE 

END OF ADDENDUM NO. [01] 
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Addendum #1 

Note 

 Johnson County Courthouse     

Project: Second Level Court Room Renovation Project Number:  21-163 Date:   October 13, 2022 

 

 
This addendum has been issued to modify and/or interpret the bidding documents, including the drawings and specifications.  Unless 

otherwise instructed.  The information contained on the addendum shall take precedence over anything contrary on the original bidding 

documents and shall be hereinafter considered as a party of the bidding documents.  

 

 

Specifications 

Section 23 3421 – Energy Recovery Ventilators 

1. ADD 2.01.D. ERV shall be knockdown style due to limited site access. ERV shall be capable of being fully disassembled onsite 

and reassembled in its final location. Refer to the plans for access requirements. 

Plans 

Sheet MD-101.4 – Mechanical Demolition Plan 

1. REVISE reference note 2, “REMOVE EXISTING VAV BOX AND ALL ASSOCIATED DUCTWORK, PIPING, AND CONTROLS”. 

2. ADD reference note 13, “REMOVE EXISTING SHAFT WALLS AS REQUIRED. OPENING SHALL BE USED AS PATHWAY FOR 

NEW EQUIPMENT INTO THE ATTIC. COORDINATE WORK WITH GENERAL CONTRACTOR.” 

Sheet M-101.4 – Mechanical Plan 

1. ADD reference note 10, “SHAFT OPENING SHALL BE USED AS ACCESS FOR NEW EQUIPMENT INTO THE ATTIC. 

COORDINATE WORK WITH GENERAL CONTRACTOR.” 

Sheet M-601.4 – Mechanical Schedules 

1. REVISE ERV schedule note 4, “ERV-2 PERFORMANCE BASED ON ERF-1 PERFORMANCE INSTALLED UNDER PREVIOUS 

PHASE. DUE TO LIMITED ACCESS TO THE ATTIC, ERV-2 SHALL BE KNOCKDOWN STYLE. REFER TO SHEET M-101.4 FOR 

ADDITIONAL INFORMATION ON THE ACCESS ROUTE INTO THE ATTIC. A SINGLE KNOCKDOWN-STYLE ERV SHALL BE 

ACCEPTABLE IN LIEU OF TWINNED ERVS.” 

Sheet T101.4 – AV Conduit Riser 

1. CLARIFY Depending on the room the conduit routing shall be modified. In room 02C the conduit feeding the furniture can go 

directly to the AV rack. In room 02D the recommended routing is to the consolidation box.  

 

Vendor Approvals 

Section 23 3421 – Energy Recovery Ventilators 

1. ADD Temtrol 

2. ADD Tempeff 

Section 26 5100 – Interior Lighting 

1. Type WA 

a. ADD Casey Architectural Lighting  

b. ADD G Lighting  
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Addendum #1 

Attachments 

Sheet MD-101.4 – Mechanical Demolition Plan… (36 x 24) 

Sheet M-101.4 – Mechanical Plan… (36 x 24) 

Sheet M-601.4 – Mechanical Schedules… (36 x 24) 

Total pages… 5 

 

 

 



MECHANICAL DEMO GENERAL NOTES:

A. DEMOLITION DRAWINGS ARE BASED ON EXISTING AVAILABLE DRAWINGS 
AND CASUAL FIELD OBSERVATION. MECHANICAL AND ELECTRICAL 
CONTRACTORS SHALL FIELD VERIFY THE SITE AND INCLUDE ALL REQUIRED 

DEMOLITION IN THE BID.

B. ALL REQUIRED DEMOLITION IS NOT INDICATED. IT IS THE INTENT OF THESE 
DOCUMENTS THAT ALL MECHANICAL AND ELECTRICAL SYSTEMS (NOT TO BE 
REUSED OR EXTENDED) BE REMOVED. COORDINATE WITH ARCHITECTURAL 
DRAWINGS.

C. REFER TO SPECIFICATIONS AND OTHER SHEETS FOR ADDITIONAL 
DEMOLITION REQUIREMENTS.

D. REFER TO ARCHITECTURAL DRAWINGS FOR DETAILS ON FLOOR CUTTING 

AND CEILING REMOVAL. CONTRACTOR SHALL COORDINATE WORK TO BE 
CONSISTENT WITH SCOPE OF GENERAL CONTRACTOR'S DEMOLITION.

REFERENCED NOTES:

1. REMOVE FAN COIL UNIT FOR FLOOR REPLACEMENT. REMOVE MOUNTING 
HARDWARE AS REQUIRED. SAVE ALL EQUIPMENT FOR REINSTALLATION 
AFTER NEW FLOORING SYSTEM IS INSTALLED. REMOVE EXISTING 

PNEUMATIC CONTROLS.

2. REMOVE EXISTING VAV BOX AND ALL ASSOCIATED DUCTWORK, PIPING, 
AND CONTROLS.

3. REMOVE FIXTURE AND ALL ASSOCIATED PIPING. CAP PIPING AT MAINS. 
REMOVE SANITARY PIPING TO BELOW FLOOR & CAP. CUT & PATCH FLOOR 
TO MATCH EXISTING.

4. REMOVE LOW RETURN GRILLE AND DUCT DROP IN WALL.

5. TAB CONTRACTOR TO VERIFY AHU AIRFLOW PRIOR TO ANY WORK TAKING 
PLACE. SUBMIT RESULTS TO DESIGN TEAM.

6. REMOVE AHU. REMOVE PIPING AND DUCTWORK AS SHOWN. REMOVE ALL 

PNEUMATIC CONTROLS. MODIFY EXISTING PAD/SUPPORTS AS REQUIRED 
FOR INSTALLATION OF NEW AHU.

7. REMOVE EXISTING PNEUMATIC CONTROLS.

8. REMOVE FAN COIL UNIT AND ASSOCIATED PNEUMATIC CONTROLS AND 
POWER. REMOVE PIPING BACK TO MAINS AND CAP.

9. REMOVE FAN COIL UNIT FOR FLOOR REPLACEMENT AND ASSOCIATED 
PNEUMATIC CONTROLS. PIPING AND WIRING SHALL BE EXTENDED TO NEW 

LOCATION.

10. REMOVE AND REINSTALL EXISTING DUCT AS REQUIRED FOR FLOOR 
STRUCTURE REPLACEMENT. SEE STRUCTURAL PLANS FOR ADDITIONAL 
INFORMATION.

11. TEMPORARILY SUPPORT ALL MECHANICAL AND PLUMBING SYSTEMS AS 
REQUIRED FOR REMOVAL AND REPLACEMENT OF FLOOR SYSTEM ABOVE. 
RESUPPORT EXISTING SYSTEMS AS REQUIRED. SEE ARCHITECTURAL AND 
STRUCTURAL PLANS FOR ADDITIONAL INFORMATION.

12. REMOVE EXISTING DUCTWORK OR PIPING BACK TO THIS POINT AND 
PREPARE FOR NEW CONNECTION.

13. REMOVE EXISTING SHAFT WALLS AS REQUIRED. OPENING SHALL BE USED 

AS PATHWAY FOR NEW EQUIPMENT INTO THE ATTIC. COORDINATE WORK 
WITH GENERAL CONTRACTOR.
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GENERAL NOTES:

A. LAYOUT AND ROUTING SHOWN IS DIAGRAMMATIC AND SCHEMATIC IN 
NATURE. NOT ALL OFFSETS MAY BE SHOWN. CONTRACTOR SHALL VERIFY 
EXACT ROUTING REQUIRED AND NUMBER OF OFFSETS AND TRANSITIONS.

B. COORDINATE THERMOSTAT LOCATIONS WITH CASEWORK, WALL TYPES, AND 
FURNISHINGS PRIOR TO ROUGH-IN.

C. COORDINATE SUPPLY, RETURN, AND EXHAUST GRILLE/DIFFUSER LOCATIONS 
WITH ARCHITECTURAL REFLECTED CEILING PLAN AND ALL TRADES.

D. COORDINATE DUCT ROUTING IN LOCATIONS WITH EXISTING CONDITIONS. 
FIELD VERIFY EXISTING CONDITIONS PRIOR TO ROUGH-IN.

REFERENCED NOTES:

1. REINSTALL EXISTING FCU. 

2. ROUTE DOMESTIC WATER LINES DOWN THRU CHASE. ROUTE TO NEAREST 

EXISTING BRANCH LINES AND CONNECT TO EXISTING.

3. ROUTE VENT LINE TO NEAREST EXISTING AND CONNECT.

4. REINSTALL RELOCATED FCU. COORDINATE INSTALLATION WITH JURY 

STAND LOCATION.

5. EXTEND PIPING AND WIRING AS REQUIRED TO REACH NEW EXR FCU 
LOCATION.

6. REPLACE EXISTING PNEUMATIC CONTROLS WITH NEW DIGITAL 
TEMPERATURE CONTROLS.

7. 3/4" CD DOWN IN WALL. CONNECT TO EXISTING CD IN 1ST FLOOR CEILING.

8. ACCESS TO THE ATTIC IS LIMITED TO THE STAIRWAY FROM 3RD FLOOR 
AND THE EXISTING LOUVERS.

9. ROUTE DUCT DOWN THROUGH FLOOR TO 2ND FLOOR CEILING AND CAP.

10. SHAFT OPENING SHALL BE USED AS ACCESS FOR NEW EQUIPMENT INTO 
THE ATTIC. COORDINATE WORK WITH GENERAL CONTRACTOR.
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PLUMBING FIXTURE CONNECTION SCHEDULE

ITEM
WASTE 

SIZE
VENT

SIZE

WATER SIZE

HOT COLD

WATER CLOSET(FLUSH VALVE)

URINALS

LAVATORIES

DRINKING FOUNTAIN

FLOOR DRAINS/FLOOR SINKS

JANITORS SINK

TYPICAL WASTE STACK

TYPICAL VENT STACK

4"

2"

1-1/2"

1-1/2"

3"

3"

4"

-

2"
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-

-
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1/2"
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-

1/2"3/4"

-

-

NOTES:

1.
2.

3.

ALL SANITARY SEWER BELOW GRADE SHALL BE A MINIMUM OF 3" UNLESS OTHERWISE NOTED.
ALL VENT BELOW GRADE SHALL BE A MINIMUM OF 2" UNLESS OTHERWISE NOTED.

NOT ALL FIXTURES ON THIS SCHEDULE MAY BE USED.

-
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FAN COIL UNIT SCHEDULE - PROJECT 4

UNIT TAG MANUFACTURER MODEL

DIMENSIONS
(LxWxH) WEIGHT

FILTER FAN CHILLED WATER COIL HOT WATER COIL ELECTRICAL

CHILLED WATER
SUPPLY/RETURN (IN)

HEATING WATER
SUPPLY/RETRUN (IN)DEPTH (IN) MERV CFM ESP (IN) MOTOR TYPE

TOTAL
CAPACITY

(MBH)

SENSIBLE
CAPACITY

(MBH) ENTERING DB/WB LEAVING DB/WB EWT/LWT GPM

FLUID PD
(FT) ROWS FLUID TOTAL CAPACITY (MBH) ENTERING DB LEAVING DB EWT/LWT GPM

FLUID PD
(FT) ROWS FLUID MCA MOCP VOLTAGE/PHASE

FCU-00 EMI RETROAIRE CAW_08A8 24x24x14 70 - - 300 - - 5.20 5.20 72.0/60.1 55.9/53.6 44.0/54.0 1.0 1.6 - WATER 10.0 70.0 98.9 180.0/140.0 0.5 0.5 1 WATER 1.2 15 120/1 3/4 3/4

FCU-04 DAIKIN FCHH204 17.3x36.0x12.4 76 1" 8 300 0.5 MODULATING ECM 7.36 6.39 72.0/61.0 52.5/52.3 44.0/54.0 1.5 1.04 4 WATER 10.5 68.0 104.5 180.0/139.6 0.5 0.27 1 WATER 3.1 5.6 120/1 3/4 3/4

NOTES:
1. PROVIDE WITH FACTORY MOUNTED FUSED DISCONNECT.
2. UNITS SHALL BE PROVIDED WITH CONDENSATE OVERFLOW SWITCH.

3. PROVIDE ACCESS PANELS WHERE REQUIRED TO ALLOW ACCESS TO UNIT, FILTER, VALVES, AND CONTROLS. COORDINATE WITH ARCHITECT.
4. ALL UNITS SHALL BE PROVIDED WITH A CONDENSATE PUMP POWERED THROUGH THE UNIT.

GRILLES, REGISTERS, AND DIFFUSERS SCHEDULE - PROJECT 4

UNIT TAG MANUFACTURER MODEL MATERIAL SYSTEM TYPE NECK SIZE FACE SIZE MAX N.C. NOTE

S-1 PRICE SPD STEEL SUPPLY SEE PLANS 24"x24" 25

R-1 PRICE 80 STEEL RETURN SEE PLANS 24"x24" 25

E-1 PRICE SPD STEEL EXHAUST SEE PLANS 24"x24" 25

ENERGY RECOVERY VENTILATOR SCHEDULE - PROJECT 4

UNIT TAG MANUFACTURER MODEL

SUPPLY FANS EXHAUST FANS ENERGY RECOVERY CHILLED WATER COIL HOT WATER COIL

OUTSIDE &
RETURN AIR

FILTERS

MAIN UNIT ELECTRICAL ELECTRIC PREHEAT COIL

CFM ESP MOTOR HP BHP
MOTOR

QUANTITY CFM ESP MOTOR HP BHP
MOTOR

QUANTITY

TOTAL EFFECTIVENESS % SUMMER WINTER

UNIT TAG

TOTAL
CAPACITY

(MBH)
ENTERING

DB/WB
LEAVING
DB/WB EWT/LWT GPM

FLUID PD
(FT) ROWS FLUID UNIT TAG

TOTACL
CAPACITY

(MBH)
ENTERING

DB
LEAVING

DB EWT/LWT GPM
FLUID PD

(FT) ROWS FLUID VOLTAGE/PHASE MCA MOCP
CAPACITY

(kW) VOLTAGE/PHASE FLA
MOCP

(A)SUMMER WINTER
RETURN AIR

EDB/EWB
OUTSIDE AIR

EDB/EWB LDB/LWB
RETURN AIR

EAT
OUTSIDE AIR

EAT LAT

ERV-2 OXYGEN-8 C40IN 4000 1.5 2.0 kW 2.9 kW 2 4000 1.5 1.0 kW 2.8 kW 2 52.5 62.2 75.0/63.0 95.0/78.0 82.0/70.7 70.0 -12.0 41.5 CWC-1 235.4 82.0/70.7 51.9/51.8 44.0/54.0 47 17.4 5 WATER HWC-1 142 41.5 75.1 180/150 10 8.0 1 WATER MERV8 208V/3PH 27.33 35 11.1 208V/3PH 30.8 40

NOTES:
1. PROVIDE ELECTRIC PREHEAT.

2. HOT WATER COIL SHALL BE PREHEAT.
3. CHILLED WATER COIL SHALL BE POST-COOLING.

INLINE PUMP SCHEDULE - PROJECT 4

UNIT TAG MANUFACTURER MODEL SYSTEM

FLOWRATE
(GPM)

TOTAL HEAD
(FT) CONNECTION SIZE MOTOR NOL HP MOTOR HP VOLTAGE/PHASE

CP-1 GRUNDFOS UPS 43-100 F HOT WATER 10 25 1 1/2" - - 115V/1PH

PLUMBING FIXTURE SCHEDULE - PROJECT 4

UNIT TYPE MANUFACTURER MODEL MATERIAL COLOR ADA FIXTURE DESCRIPTION MISCELLANEOUS TRIM APPROVED EQUALS

L-1 LAVATORY KOHLER KATHRYN K-2330 VITREOUS CHINA WHITE SEE ARCH. 23-7/8" x 15-5/8" x 6-1/4" RECTANGULAR UNDERMOUNT LAVATORY COORDINATE WITH CASEWORK DIMENSIONS. SEE ARCHITECTURAL DRAWINGS. LF-1 AMERICAN STANDARD, SLOAN

U-1 URINAL KOHLER BARDON K-4991-ET-0 VITREOUS CHINA WHITE SEE ARCH. 0.125 GPF, WALL HUNG, HIGH EFFICIENCY WASHOUT FLUSHING ACTION, INTEGRAL TRAP, VANDAL
RESISTANT OUTLET STRAINER, 3/4 INCH TOP SPUD, TWO INCH THREADED OUTLET

- UFV-1 AMERICAN STANDARD, SLOAN

WC-1 WATER CLOSET KOHLER KINGSTON K-4325-0 VITREOUS CHINA WHITE YES 1.28 GPF, WALL MOUNTED, SIPHON JET, 1-1/2" TOP SPUD. CHINA BOLT CAPS, ADA CAPABLE, COORDINATE FLUSH VALVE STYLE WITH GRAB BARS, CONTROLS FOR FLUSH VALVES MOUNT ON THE
WIDE SIDE OF THE TOILET, VERIFY MOUNTING HEIGHT WITH ARCHITECTURAL DRAWINGS.

WCFV-1 AMERICAN STANDARD, SLOAN

WC-2 WATER CLOSET KOHLER KINGSTON K-4325-0 VITREOUS CHINA WHITE NO 1.28 GPF, WALL MOUNTED, SIPHON JET, 1-1/2" TOP SPUD. CHINA BOLT CAPS, ADA CAPABLE, CONTROLS FOR FLUSH VALVES MOUNT ON THE
WIDE SIDE OF THE TOILET, VERIFY MOUNTING HEIGHT WITH ARCHITECTURAL DRAWINGS.

WCFV-1 AMERICAN STANDARD, SLOAN

PLUMBING FIXTURE TRIM SCHEDULE - PROJECT 4

UNIT TYPE MANUFACTURER MODEL COLOR FIXTURE DESCRIPTION MISCELLANEOUS APPROVED EQUALS

LF-1 LAVATORY FAUCET KOHLER K-103K36 CHROME SENSOR OPERATED CENTER SET ELECTRONIC HAND WASHING FAUCET, 0.5 GPM LAMINAR FLOW VANDAL-RESISTANT AERATOR,  HARD WIRED 120 VAC INPUT 24 VAC
TRANFORMER, 24V WIRING. 24V WIRING SHALL BE INSTALLED BY THE MECHANICAL CONTRACTOR.

SLOAN #BDT THERMOSTATIC MIXING VALVE OR EQUAL, METAL GRID STRAINER WITH 1-1/2" 17 GA CHROME PLATED P-TRAP,
OFFSET TAILPIECE AS REQUIRED, TRU-BRO LAV GUARD, 1/4 TURN LOOSE KEY STOPS

ENGINEER APPROVED EQUAL

UFV-1 URINAL FLUSH VALVE SLOAN ECOS 8186-0.125 CHROME 0.125 GPF, FLEX TUBE DIAPHRAGM, BATTERY OPERATED SENSOR (4 AA BATTERIES), SEAT SOLDER ADAPTER, INTEGRAL SCREW DRIVER ANGLE STOP, FIXED METERING
BYPASS, VANDAL RESISTANT STOP CAP AND VACUUM BREAKER

- NO APPROVED EQUAL

WCFV-1 WATER CLOSET FLUSH VALVE SLOAN G2 OPTIMA PLUS
8111-1.28

CHROME 1.28 GPF, DIAPHRAGM TYPE BATTERY OPERATED SENSOR, RANGE ADJUSTMET SCREW, SEAT SOLDER ADAPTER, FREE SPINNING VANDAL RESISTANT STOP CAP AND
VACUUM BREAKER

- NO APPROVED EQUAL

ELECTRIC RADIANT CEILING PANEL SCHEDULE - PROJECT 4

UNIT TAG MANUFACTURER MODEL WIDTH (IN) LENGTH (IN) CAPACITY (kW)

VOLTAGE/PHAS
E FLA

ECP-1 INDEECO AS2448 24 48 0.5 120/1Ø 4.2

NOTES:
1. PROVIDE WITH REMOTE ROOM THERMOSTAT.

1

ADD

4. ERV-2 PERFORMANCE BASED ON ERF-1 PERFORMANCE INSTALLED UNDER PREVIOUS PHASE. DUE TO LIMITED ACCESS TO THE ATTIC, ERV-2 SHALL BE KNOCKDOWN STYLE. REFER TO SHEET M-101.4 FOR ADDITIONAL INFORMATION ON THE ACCESS ROUTE INTO THE ATTIC. A SINGLE KNOCKDOWN-STYLE ERV SHALL BE ACCEPTABLE IN LIEU OF TWINNED ERVS.

10/13/2022 ADDENDUM #1


